
Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

Day Reg & Res

Monday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Nov 07, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
(MW) (MW) (MW)

Hour A B C D E F G H I J K L M

1 928.0 269.0 289.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 515.0 0.0
2 928.0 251.0 289.0 14.0 110.0 50.0 2.0 0.0 0.0 0.0 0.0 515.0 0.0
3 928.0 261.0 289.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 516.0 0.0
4 928.0 257.0 289.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 516.0 0.0
5 928.0 260.0 289.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 516.0 0.0
6 928.0 362.0 289.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 514.0 0.0
7 928.0 250.0 128.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 673.0 0.0
8 928.0 294.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
9 928.0 310.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
10 928.0 331.0 128.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
11 928.0 362.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
12 928.0 363.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
13 928.0 414.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
14 928.0 417.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 672.0 0.0
15 928.0 395.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 672.0 0.0
16 928.0 387.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 672.0 0.0
17 927.0 416.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
18 927.0 547.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
19 927.0 579.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
20 928.0 536.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
21 928.0 385.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 672.0 0.0
22 928.0 265.0 128.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 673.0 0.0
23 928.0 494.0 289.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 513.0 0.0
24 928.0 350.0 289.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 514.0 0.0

 
Daily Energy 

(MWh) 8,755.0 4,360.0 409.0 400.0 0.0 0.0
Energy Avail. for BR (MWh): 4258
Ramp Rate Constraint: None

November 3, 2005

Projected Purchases CVP Corp. 
TransactionsLoads Projected Base 

Resource (BR)CVP gen



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

November 3, 2005

  

Day CVP gen Required 
Energy Reg & Res

Tuesday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Nov 08, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 928.0 241.0 289.0 14.0 110.0 50.0 12.0 0.0 0.0 0.0 0.0 515.0 0.0
2 928.0 232.0 289.0 13.0 110.0 50.0 20.0 0.0 0.0 0.0 0.0 516.0 0.0
3 927.0 232.0 289.0 13.0 110.0 50.0 20.0 0.0 0.0 0.0 0.0 515.0 0.0
4 927.0 232.0 289.0 13.0 110.0 50.0 20.0 0.0 0.0 0.0 0.0 515.0 0.0
5 927.0 232.0 289.0 13.0 110.0 50.0 20.0 0.0 0.0 0.0 0.0 515.0 0.0
6 927.0 233.0 289.0 14.0 110.0 50.0 20.0 0.0 0.0 0.0 0.0 514.0 0.0
7 927.0 642.0 128.0 16.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 673.0 0.0
8 927.0 642.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
9 927.0 637.0 128.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
10 927.0 637.0 128.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
11 927.0 637.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
12 927.0 637.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
13 927.0 637.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
14 927.0 637.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
15 927.0 638.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
16 927.0 638.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
17 927.0 638.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
18 927.0 632.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
19 927.0 632.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
20 927.0 632.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
21 927.0 632.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
22 928.0 628.0 128.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 673.0 0.0
23 927.0 258.0 289.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 512.0 0.0
24 927.0 254.0 289.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 513.0 0.0

 
Daily Energy 

(MWh) 12,090.0 4,360.0 407.0 400.0 112.0 0.0 0.0
Energy Avail. for BR (MWh): 7673
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

November 3, 2005

Day CVP gen Required 
Energy Reg & Res

Wednesday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Nov 09, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 927.0 253.0 289.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 514.0 0.0
2 927.0 252.0 289.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 515.0 0.0
3 927.0 253.0 289.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 515.0 0.0
4 927.0 251.0 289.0 13.0 110.0 50.0 1.0 0.0 0.0 0.0 0.0 515.0 0.0
5 927.0 253.0 289.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 514.0 0.0
6 927.0 253.0 289.0 15.0 110.0 50.0 1.0 0.0 0.0 0.0 0.0 513.0 0.0
7 927.0 383.0 128.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 672.0 0.0
8 927.0 383.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
9 927.0 383.0 128.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
10 927.0 383.0 128.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
11 927.0 383.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
12 927.0 383.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
13 927.0 376.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
14 927.0 376.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
15 927.0 376.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
16 927.0 376.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
17 926.0 386.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
18 926.0 460.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
19 926.0 460.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
20 927.0 460.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
21 927.0 460.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
22 927.0 460.0 128.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 672.0 0.0
23 927.0 273.0 289.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 512.0 0.0
24 927.0 254.0 289.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 513.0 0.0

 
Daily Energy 

(MWh) 8,530.0 4,360.0 410.0 400.0 2.0 0.0 0.0
Energy Avail. for BR (MWh): 4089
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

November 3, 2005

Day CVP gen Required 
Energy Reg & Res

Thursday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Nov 10, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 927.0 253.0 289.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 514.0 0.0
2 926.0 253.0 289.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 513.0 0.0
3 926.0 254.0 289.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 513.0 0.0
4 926.0 251.0 289.0 13.0 110.0 50.0 1.0 0.0 0.0 0.0 0.0 514.0 0.0
5 926.0 253.0 289.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 513.0 0.0
6 926.0 253.0 289.0 15.0 110.0 50.0 1.0 0.0 0.0 0.0 0.0 512.0 0.0
7 926.0 500.0 128.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
8 926.0 503.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
9 926.0 501.0 128.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 668.0 0.0
10 926.0 501.0 128.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 668.0 0.0
11 926.0 501.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
12 926.0 501.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
13 926.0 501.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
14 926.0 501.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
15 926.0 562.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
16 926.0 562.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
17 926.0 555.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
18 926.0 555.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
19 926.0 555.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
20 926.0 555.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
21 926.0 555.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
22 926.0 492.0 128.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 671.0 0.0
23 926.0 275.0 289.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 511.0 0.0
24 926.0 254.0 289.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 512.0 0.0

 
Daily Energy 

(MWh) 10,446.0 4,360.0 412.0 400.0 2.0 0.0 0.0
Energy Avail. for BR (MWh): 6008
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

November 3, 2005

Day CVP gen Required 
Energy Reg & Res

Friday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Nov 11, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 926.0 253.0 289.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 513.0 0.0
2 926.0 252.0 289.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 514.0 0.0
3 926.0 253.0 289.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 514.0 0.0
4 925.0 251.0 289.0 13.0 110.0 50.0 1.0 0.0 0.0 0.0 0.0 513.0 0.0
5 925.0 253.0 289.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 512.0 0.0
6 925.0 253.0 289.0 15.0 110.0 50.0 1.0 0.0 0.0 0.0 0.0 511.0 0.0
7 925.0 538.0 128.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
8 925.0 539.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
9 925.0 539.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 668.0 0.0
10 926.0 539.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
11 926.0 539.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
12 926.0 539.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
13 926.0 539.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
14 926.0 539.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
15 926.0 425.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
16 926.0 495.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
17 926.0 490.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
18 926.0 490.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
19 926.0 495.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
20 926.0 492.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
21 926.0 493.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
22 926.0 493.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
23 926.0 268.0 289.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 510.0 0.0
24 926.0 254.0 289.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 512.0 0.0

 
Daily Energy 

(MWh) 10,221.0 4,360.0 410.0 400.0 2.0 0.0 0.0
Energy Avail. for BR (MWh): 5787
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

November 3, 2005

Day CVP gen Required 
Energy Reg & Res

Saturday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Nov 12, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 926.0 253.0 289.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 513.0 0.0
2 926.0 252.0 289.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 514.0 0.0
3 926.0 253.0 289.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 514.0 0.0
4 925.0 251.0 289.0 13.0 110.0 50.0 1.0 0.0 0.0 0.0 0.0 513.0 0.0
5 925.0 253.0 289.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 512.0 0.0
6 925.0 253.0 289.0 15.0 110.0 50.0 1.0 0.0 0.0 0.0 0.0 511.0 0.0
7 925.0 460.0 128.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
8 925.0 460.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 668.0 0.0
9 925.0 460.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 668.0 0.0
10 925.0 460.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 668.0 0.0
11 925.0 460.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 668.0 0.0
12 925.0 460.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 668.0 0.0
13 925.0 460.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 668.0 0.0
14 925.0 460.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
15 926.0 460.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
16 926.0 461.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
17 926.0 380.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
18 926.0 496.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
19 926.0 496.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
20 926.0 496.0 128.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 669.0 0.0
21 926.0 579.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
22 926.0 579.0 128.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 670.0 0.0
23 926.0 267.0 289.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 511.0 0.0
24 926.0 254.0 289.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 512.0 0.0

 
Daily Energy 

(MWh) 9,663.0 4,360.0 409.0 400.0 2.0 0.0 0.0
Energy Avail. for BR (MWh): 5232
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

November 3, 2005

Day CVP gen Required 
Energy Reg & Res

Sunday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Nov 13, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 926.0 349.0 236.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 566.0 0.0
2 926.0 349.0 236.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 567.0 0.0
3 926.0 360.0 236.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 566.0 0.0
4 926.0 360.0 236.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 567.0 0.0
5 926.0 357.0 236.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 566.0 0.0
6 926.0 353.0 236.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 565.0 0.0
7 926.0 353.0 236.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 563.0 0.0
8 926.0 417.0 236.0 19.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
9 926.0 417.0 236.0 19.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
10 926.0 430.0 236.0 19.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
11 926.0 430.0 236.0 19.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
12 926.0 430.0 236.0 19.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
13 926.0 430.0 236.0 19.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
14 926.0 430.0 236.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 562.0 0.0
15 926.0 430.0 236.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 562.0 0.0
16 926.0 430.0 236.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 562.0 0.0
17 926.0 430.0 236.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 562.0 0.0
18 926.0 430.0 236.0 19.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
19 926.0 430.0 236.0 19.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
20 926.0 430.0 236.0 19.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
21 926.0 430.0 236.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 562.0 0.0
22 926.0 430.0 236.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 562.0 0.0
23 926.0 430.0 236.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 564.0 0.0
24 926.0 430.0 236.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 565.0 0.0

 
Daily Energy 

(MWh) 9,765.0 5,664.0 410.0 1,200.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 4768
Ramp Rate Constraint: None

Notes:

1.  For the AS (Column E), it was assumed that Western's reserve obligation would be 70 MW and regulation would be 40 up and 40 down, creating a need to reserve 110 MW.   
2.   An average of 1.81 % transmission losses assessed between subcontrol area (SCA) generation and SCA loads.  
3.  Data includes committed schedules for those days (shaded gray) that have been committed and forecasted data for the remaining dates.

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions


